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1. INTERIOR DIMENSIONS GIVEN ARE FROM FINISH TO FINISH OR TO
CENTERLINE OF COLUMN UNLESS NOTED OTHERWISE.
2. TOLERANCES FOR BUILT-IN ITEMS, INCLUDING ARCHITECTURAL
@ WINDOWS, CASEWORK AND APPLIANCES, MUST BE FIELD VERIFIED BY
THE CONTRACTOR TO ENSURE ADEQUATE CLEARANCES AND PROPER
FIT.
| 3. REFER TO REFLECTED CEILING PLANS FOR CEILING HEIGHTS AND
TYPES.
5/8" GYPSUM SHEATHING
4. REFER TO SPECIFICATIONS FOR FINISHES AND MANUFACTURERS.
1) LAYER OF 5/8"
(TY)PE Y Gfp gg;ARD - s 1 5/8" MTL. 5. REFER TO 1/8" SCALE FLOOR PLANS FOR DOOR DESIGNATIONS AND
' pe STUD 1/8" SCALE EXTERIOR ELEVATIONS FOR WINDOW DESIGNATIONS.
- A 2 1/2" MAX. T - 6. REFER TO A700 SERIES FOR TYPICAL MOUNTING HEIGHTS OF
K ‘L u ACCESSORIES AND DEVICES. PROVIDE FIRE RETARDANT WOOD
i / RESILIENT CONTACT : 6" MTL. STUD BLOCKING FOR ACCESSORIES AND DEVICES. SEE DETAIL 19/A702 FOR
_ T “TF SURFACE BUMPER - 1/2" 3 GRAB BAR AND CABINETRY METAL BLOCKING.
0 . : : 3 5/8" MTL. STUD — =
¢ E . _— BACKING DETAIL
Tl | H ANCHORAGE SHALL BE - 05 50 00-02 < R 7. ALL DISPENSERS, INCLUDING SHARPS, PAPER TOWEL, SOAP, HAND
ﬁ = 1 g / LOCATED TO MISS STUDS - 55 STEEL COL SANITIZER AND GLOVE DISPENSERS ARE FURNISHED BY THE
< P - REFERTO GOVERNMENT & INSTALLED BY THE CONTRACTOR.
N — g MFG'R. STD. DOOR FRAME . STRUCTURAL DWGS.
7 g END CLOSURE B 8. REFER TO LIFE SAFETY PLANS FOR LOCATION OF FIRE RATED
; : T u PARTITIONS.
i 9 CORNER MFG'R. STD. ] X O - - -
N g g GUARD END CLOSURE NG P - 9. PROVIDE FIBER-REINFORCED WATER & MOLD RESISTANT GYPSUM
K N N TOGGLE BOLT PANELS AT ALL WET WALL LOCATIONS AND WALLS BEHIND AND
: : FINISHED WALL RESILIENT CONTACT : ALUMINUM ADJACENT TO SINKS.
(| f SURFACE BUMPER o
B \ | o ’ ANCHOR - 10. CONFIRM ALL CABINET & COUNTER TOP LAYOUTS WITH SHOP
\J : , a N BRACKETS OR AR DRAWINGS
) : A o P v e eresicams R e N AR - T AN \ CONT. RETAINER . :
C — ) AL g
© —< || <= = FINISHED WALL RS%SQ'EL%'\'ETB%?,,'\:DTE?{CT = 11. REFER TO KITCHEN EQUIPMENT DRAWINGS FOR ALL APPLIANCE
e 5 | g B R || @ |l R I\ ~ INFORMATION.
‘ M?“ ‘ = = n NEOPRENE CUSHION
N ‘ ‘ 2 » - AT EACH FASTENING |
o 3 (2) LAYERS OF 5/8" TYPE 'X' GYP. BOARD
S o ~——— BASE ON (1) LAYER OF 1/2" TYPE 'X' GYP. BOARD T()I I_ET ACCESS()RI ES
6" 7" MAX. MFG.R. REQ'D. 7" MAX. \ - FINISHED FLOOR .
1 \ Q 1 \ g u B / I_ E G E N D o
8 1/2"
PLAN SECTION ITEMS PURCHASED AND INSTALLED BY CONTRACTOR:
S 1. SWING UP GRAB BARS W/ INTEGRATED TOILET PAPER DISPENSER
2. SHOWER GRAB BAR
WALL GUARDS PLAN DETAIL s Towel s
12 11 4. SHOWER TRANSFER SEAT
" " _ g 5. ROBE HOOK
SCALE 1/2" = 1-0 SCALE 3" =1-0 5a. RECESSED MEDICINE CABINET - REFER TO SPECIFICATIONS
ITEMS PURCHASED BY GOVERNMENT AND INSTALLED BY CONTRACTOR:
6. TOILET PAPER DISPENSERS
SIDE BY SIDE DOUBLE ROLL BATHROOM DISPENSER (#56784) BY
GEORGIA PACIFIC
7. PAPER TOWEL HOLDERS
SOFPULL TRANSLUCENT SMOKE DISPENSER (CENTER PULL)
(#58204) (SIZE: 11.5” x 9.25” x 8.75”) FOR ROLLS
8. SOAP DISPENSER
BACTI-FOAM SOAP DISPENSER (#92723188) FOR BACTI-FOAM SOAP
(#EL61806-499) BY ECOLAB
@ ITEMS PURCHASED AND INSTALLED BY GOVERNMENT:
9. HAND SANITIZER DISPENSER
10. SHARPS CONTAINER
11. WASTE BASKET
" 12. GLOVES DISPENSER
@% - - - 1 _ = K
| — 1] ||
| +— FIRE EXTINGUISHER
y CABINET
(1) LAYER OF 5/8" | \
q— =
TYPE 'X' GYP BOARD ON | 5 | ®
(1) LAYER OF 1/2" = N HOLD DOOR DEVICE:
[ (1) LAYER OF 5/8" TYPE 'X' GYP BOARD TYPE 'X' GYP BOARD o T LOCATE TO
ON EACH SIDE OF 3 5/8" MTL. STUD POSITION @
| ) DOOR FLUSH WITH 7
| (Ti)PLEA))((,Egi F?EF;S/Q i 5 sya | J7ys /7, 15/8" MTL.STUD CORRIDOR WALL - L (1) LAYER OF 5/8"
= \ — — J — W i — | J—/ 1 5/8" MTL. STUD - TYPE 'X' GYP. BOARD
s e S I m—T OOR FLUSH WITH CORRIDO i ' 107 . ] ON EACH SIDE OF 3 3/8"
N * | e DOOR FLUSH WITH CORRIDOR 51/4" 51/4 MTL. STUD
Q / ,\’\‘é\ RN EAE ,\’\"\’7)7 R
4 ™ —— I\ ATy T N Sl it
PR sl NG RN DIEREEN T
e i & W= v s 7 5X5 STEEL COL.
: 1 s REFER TO
¥ / ] ’ STRUCTURAL DWGS.
FIRE EXTINGUISHER — 7/8" HAT CHANNEL E . R B i
CABINET IN WALL —— (1) LAYER OF 5/8" (1) LA'Y'EE OF SgS I
N TYPE 'X' GYP. BOARD e —
3 5/8" METAL STUD 25 TYPE 'X' GYP BOARD | <,/> o 2 2
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